General Notes:

1. ALL OFFICE OUTLETS SHALL BE 15A/110V AND OFFICES SHALL CONTAIN
AT LEAST (4) OUTLETS PER CODE.

2. ALL BATHROOMS SHALL CONTAIN GFCI RECEPTACLES PER CODE.

3. BREAK ROOM SHALL HAVE (6) 15A/110V RECEPTACLE FOR VENDING
MACHINES, (8) 15A/110V RECEPTACLES FOR MICROWAVES AND REMAINING
RECEPTACLES ACCORDING TO CODE.

4. BATTERY CHARGING STATIONS (7) 480V/20A.

5. IN THE SHIPPING AND RECEIVING AREAS, THERE SHALL BE (1) QUAD
RECEPTACLE PER EACH WORKSTATION.

6. ADMINISTRATION AREA SHALL HAVE RECEPTACLES ACCORDING TO
CODE.

7. NDI LAB SHALL HAVE (5) 20A/130V DEDICATED OUTLETS ON THE SOUTH
AND WEST WALLS AND (8) 15A/110V CIRCUITS THROUGHOUT.

8. ALL "L" SHAPED WORKSTATIONS SHALL HAVE (3) 15A/110V RECEPTACLES
PER CUBICLE.

9. EACH SHIPPING/RECEIVING DOOR SHALL HAVE (1) QUAD RECEPTACLE
10. CEILING FANS SHALL BE SIZED PER ISLE WIDTH.

11. ALL WAREHOUSE LIGHTING SHALL EQUAL 70 FOOTCANDLES AND BE ON
MOTION SENSORS.

12. THERE SHALL BE DOCK LIGHTS FOR ALL SHIPPING/RECEIVING ROLLUP
DOORS.

13. OUTSIDE BUILDING LIGHTING SHALL MEET SECURITY SPECIFICATIONS
PER SOFSA.

Sheet Notes:

THERE SHALL BE (1) QUAD RECEPTACLE ON THE END OF EACH STORAGE
RACK ROW.
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