<table>
<thead>
<tr>
<th>OFFICE DWG NO</th>
<th>ARCH DWG NO</th>
<th>BLDG SECTOR</th>
<th>NAME OF BUILDING</th>
<th>TITLE OF DRAWING</th>
<th>BRANCH OF WORK</th>
<th>DRAWN BY DATE</th>
<th>REMARKS</th>
</tr>
</thead>
<tbody>
<tr>
<td>CM-165</td>
<td>P-16</td>
<td>E-3</td>
<td>Capital Plaza Office Bldg, Fort Worth Ave</td>
<td>Plumbing &amp; Ventilation Plan, Penthouse Level</td>
<td>Mechanical &amp; Elect</td>
<td>7/5/79</td>
<td>Lea Poletti, S. C. A. or</td>
</tr>
<tr>
<td>155</td>
<td>P-17</td>
<td>E-1</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>156</td>
<td>P-18</td>
<td>E-2</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>157</td>
<td>P-19</td>
<td>E-3</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>158</td>
<td>P-20</td>
<td>E-1</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>160</td>
<td>P-21</td>
<td>C-2</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>161</td>
<td>P-22</td>
<td>D-1</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>162</td>
<td>P-23</td>
<td>D-2</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>163</td>
<td>P-24</td>
<td>D-3</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>164</td>
<td>P-25</td>
<td>E-1</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>165</td>
<td>P-26</td>
<td>E-2</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>SHIFT</td>
</tr>
<tr>
<td>166</td>
<td>P-22</td>
<td>E-3</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>167</td>
<td>P-23</td>
<td>C-2</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>168</td>
<td>P-24</td>
<td>C-3</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>169</td>
<td>P-25</td>
<td>E-1</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>170</td>
<td>P-26</td>
<td>E-2</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>SHIFT</td>
</tr>
<tr>
<td>171</td>
<td>P-27</td>
<td>C-2</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>172</td>
<td>P-28</td>
<td>C-3</td>
<td>Arrival Court Fountain Plan &amp; Details</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>173</td>
<td>P-29</td>
<td>E-1</td>
<td>St. Clair Street</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>174</td>
<td>P-30</td>
<td>C-1</td>
<td>MILL Street</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>175</td>
<td>P-31</td>
<td>A-1</td>
<td>Cooling Tower Plan &amp; Details</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>176</td>
<td>P-32</td>
<td>D-1</td>
<td>Plumbing Plan, Ground Level</td>
<td></td>
<td></td>
<td></td>
<td>D.O.C.</td>
</tr>
<tr>
<td>177</td>
<td>P-33</td>
<td>C-2</td>
<td>Master Plan, Penthouse Level</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>178</td>
<td>P-34</td>
<td>C-2</td>
<td>Lobby Level</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>179</td>
<td>P-35</td>
<td>C-2</td>
<td>Floor 13 &amp;</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>180</td>
<td>P-36</td>
<td>C-2</td>
<td>Penthouse &amp; Roof</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>181</td>
<td>P-37</td>
<td>C-2</td>
<td>Office Core</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>182</td>
<td>P-38</td>
<td>C-2</td>
<td>Sanitary Waste &amp; Vent Ducts</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>183</td>
<td>P-39</td>
<td>C-2</td>
<td>Sanitary Waste &amp; Vent Ducts</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>184</td>
<td>P-40</td>
<td>C-2</td>
<td>Domestic Water Plumbing Diagram</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>185</td>
<td>P-41</td>
<td>C-2</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>186</td>
<td>P-42</td>
<td>C-2</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>187</td>
<td>P-43</td>
<td>C-1</td>
<td>Mechanical Shop Plans - Diagram</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>188</td>
<td>P-44</td>
<td>C-2</td>
<td>Heating - Air Conditioning Plan - Ground Level</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>189</td>
<td>P-45</td>
<td>C-2</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>190</td>
<td>P-46</td>
<td>C-2</td>
<td>Kitchen Level</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>191</td>
<td>P-47</td>
<td>C-2</td>
<td>Lobby Level</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>192</td>
<td>P-48</td>
<td>C-2</td>
<td>Floors thru 12 &amp; 15 thru 23</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>193</td>
<td>P-49</td>
<td>C-2</td>
<td>11th Floor</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>194</td>
<td>P-50</td>
<td>C-2</td>
<td>21st Floor</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>195</td>
<td>P-51</td>
<td>C-2</td>
<td>Roof - Penthouse</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>196</td>
<td>P-52</td>
<td>C-2</td>
<td>Enlarged Core Plan</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>197</td>
<td>P-53</td>
<td>C-2</td>
<td>Enlarged Core Plan &amp; Details</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>198</td>
<td>P-54</td>
<td>C-1</td>
<td>Mechanical, Mech. Plan</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>