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April 7, 2014 
 
Mr. Maziar Torabi 
KY Finance and Administration Cabinet 
Division of Engineering 
Frankfort, KY 40601 
 
RE: Asbestos Inspection 
       Capital Plaza Office Tower 
       500 Mero Street 
       Frankfort, KY  40601  
 
Dear Mr. Torabi: 
 
Lee Engineering, LLC has completed the authorized asbestos inspection of the Capital Plaza Office 
Tower located at 500 Mero Street, Frankfort, Kentucky.  Several visits to the site were made in 2014: 
January 23rd, Janurary 31st, February 25, February 27, March 6 and March 26.  Figure 1 shows the 
location of the building located at 500 Mero Street, Frankfort, Kentucky. 
 
The objective of the inspection was to identify asbestos containing materials (ACM) that could be 
potentially disturbed by maintenance workers/renovation projects.  Generally, the building has defined 
work areas, offices, hallways/stairwells, maintenance/heating/cooling areas and other service areas
(bathrooms, electric and communications rooms). 
 
 Asbestos containing materials (ACM) were present in several areas.  ACM’s were found in the following
locations/floors:  Ground Floor, Crawl Space, Floor 13A, 13B, Floor 14 and  Floor 15. Starting at the 
Ground Floor, ACM’s were found to be present in the Fan Room, Storage Room, Boiler Room and the
Mechanical Room. There are two entry points to the Crawl Space from either stair well between the first
and second floor.  Two of the samples tested positive for ACM; sample # 139 and #141.  The 14th floor 
appeared to have one asbestos source that was running under multiple work areas as shown in sample #1. 
The piping associated with the cooling units had ACM insulation found in the space below the raised floor. 
The material sampled was pipe insulation and tested positive for ACM.  The insulation material was a hard 
caked powder material with an outside cloth wrapping.  There appeared to be approximately 300 linear feet, 
which we estimate to cost approximately $10 per linear foot.  In our report, we have tried to put in 
chronological order, the sample results, floor plans, pictures and COC’s to show the location of all ACM’s. 
With the exception of materials associated with mechanical chases, the only samples testing positive were on
the 15th floor in the tile mastic.  Analytical results for each floor are highlighted in yellow; however samples
that contain ACM are highlighted in light blue.  Samples are located on floor plans in red with the exception
of floor 13A in which samples are labeled in the color of the corresponding pipe.  It should be assumed that 
all fire doors have friable asbestos cores. 
 

P.O. Box 500 
Lawrenceburg, Kentucky 40342 

Ph: (502) 859-0190 
Fx: (502) 859-3000 

jlleeeng@bellsouth.net 
Lee Engineering, LLC 
Environment & Infrastructure 



On every office floor, there was 12 inch floor tile that appeared to be the same material.  There were some 

patch areas that had different colors of 12 inch tile, but all tested negative for asbestos.  A summary of the 

sampling locations and analytical results for the positive samples are included in the table below.   

 

 

  Table 1 – Asbestos Containing Materials Inspection Summary 

 

 Sample                 Asbestos 

    ID                       Location     Matrix                 Color                    Content, % 

58 Ground floor – Fan Room Pipe wrap insulation White 5 

60 Ground floor – Fan Room Elbow insulation White 10 

62 Ground floor – Fan Room Pipe wrap insulation White 5 

66 Ground floor – Storage Room Elbow insulation White 7 

67 Ground floor-Storage Room Elbow insulation White 5 

78 Ground floor-Boiler Room Over pack insulation White 12 

79 Ground floor-Mechanical 
Room 

Valve junction Yellow 15 

81 Ground floor-Mechanical 
Room 

Valve wrap insulation White 3 

139 Crawl Space – Between 1st 
and 2nd floor 

Pipe -Fitting coating White 5 

141 Crawl Space – Between 1st 
and 2nd floor 

Pipe -Fitting/elbow 
coating 

White 15 

24 Floor 13A-loose laying on top 
of unit 

Pipe wrap insulation  35 

28 Floor 13A Elbow insulation White 5 

31 Floor 13A Pipe wrap insulation White 12 

32 Floor 13A Valve insulation White 20 

36 Floor 13A Elbow insulation White 15 

37 Floor 13A Elbow insulation White 12 

38 Floor 13A Elbow insulation White 12 

44 Floor 13A Pipe wrap insulation White 10 

45 Floor 13A Pipe wrap insulation White 8 

51 Floor 13B Pipe wrap insulation White 15 

52 Floor13B Pipe wrap insulation White 12 

53 Floor13B Valve insulation White 12 

1 Under 14th floor Pipe insulation White 45 

121M Floor 15 – mastic Floor tile mastic Black 2 

 

 

 

 

 



It is our opinion that based on the inspection and the analytical results the main areas of concern are the 
ground floor, floor 13A, floor 13B, the crawl space and floor 14.  Please call me at (502) 600-0016 if you 
have any questions. 
 
Sincerely, 
 
 
 
 
 
Jeff Lee, P.E. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

P.O. Box 500 
Lawrenceburg, Kentucky 40342 

Ph: (502) 859-0190 
Fx: (502) 859-3000 

jlleeeng@bellsouth.net 
 

mailto:jlleeeng@bellsouth.net


 
 
 
 
 
 

F&A Division of Engineering
          403 Wapping Street 1stFloor 

                     Frankfort, Kentucky 40601 

FIGURE 1 

                      Lee Engineering, LLC 
                      P.O. Box 500 

                       Lawrenceburg, KY 40342 

Capital Plaza Office Tower 
500 Mero Street 

Frankfort, Kentucky  40601 
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Sample 54 Sample 55

Floor tile Ceiling tile

Ground floor Ground floor

Sample 56 Sample 57

Vent tape Pipe wrap

Ground floor Ground floor



Sample 58 Sample 59

Pipe wrap Pipe wrap

Ground floor Ground floor

Sample 60 Sample 61

Elbow Pipe wrap

Ground floor Ground floor



Sample 62 Sample 63

Pipe wrap Vent tape

Ground floor Ground floor

Sample 64 Sample 65

Tape mud Pipe wrap

Ground floor Ground floor



Sample 66 Sample 67

Elbow Elbow

Ground floor Ground floor

Sample 68 Sample 69

Pipe wrap Pipe wrap

Ground floor Boiler Room



Sample 70 Sample 71

Elbow Pipe wrap

Boiler Room Boiler Room

Sample 72 Sample 73

Elbow Tank insulation

Boiler Room Boiler Room



Sample 74 Sample 75

Pipe wrap tank Door insulation

Boiler Room Boiler Room

Sample 76 Sample 77

Pipe wrap tank Pipe wrap

Boiler Room Boiler Room



Sample 78 Sample 79

Over pack Valve junction

Boiler Room Mechanical Room

Sample 80 Sample 81

Pipe insulation Valve wrap

Mechanical Room Mechanical Room



Sample 82 Sample 83

Elbow Pipe insulation

Mechanical Room Mechanical Room

Sample 84 Sample 85

Elbow Loose thermal

Mechanical Room Mechanical Room



Sample 86 Sample 87

Ceiling tile Ceiling tile

Ground floor Ground floor

Sample 88 Sample 89

Pipe wrap Baseboard mastic

Ground floor Ground floor



Sample 90 Sample 91

Floor tile Floor tile

Ground floor Ground floor

Sample 92 Sample 93

Ceiling tile Wall covering

Ground floor Ground floor



Sample 94 Sample 95

Ceiling tile Ceiling tile

Ground floor Ground floor

Sample 96 Sample 97

Floor tile Ceiling covering

Ground floor Ground floor



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 50 Yellow Yes Yes None 98% 2%

# 51 White Yes Yes 15% 3% 37% 45%

# 52 White Yes Yes 12% 3% 40% 45%

# 53 White Yes Yes 12% 2% 38% 48%

# 54 Yellow Yes Yes None 2% 98%

# 55 White Yes Yes None 55% 30% 15%

# 56 White Yes Yes None 98% 2%

# 57 Yellow Yes Yes None 99% 1%

# 58 White Yes Yes 5% 3% 42% 50%

# 59 Yellow Yes Yes None 98% 2%

# 60 White Yes Yes 10% 3% 52% 35%

# 61 Yellow Yes Yes None 98% 2%

# 62 White Yes Yes 5% 2% 43% 50%

# 63 White Yes Yes None 55% 40% 5%

# 64 White Yes Yes None 5% 95%

# 65 Yellow Yes Yes None 97% 3%

# 66 White Yes Yes 7% 3% 25% 65%

# 67 White Yes Yes 5% 2% 40% 55%

# 68 Yellow Yes Yes None 99% 1%

# 69 Yellow Yes Yes None 97% 3%

Methodology : EPA Method 600/R-93-116 Page # 3

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.
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5-Mar-14

Winterford Mensah

2104011

State Of KY

Bob Keiser

500 Mero Street

Frankfort, KY

Bob Keiser
Highlight

Bob Keiser
Highlight

Bob Keiser
Highlight

Bob Keiser
Highlight

Bob Keiser
Highlight

Bob Keiser
Highlight

Bob Keiser
Highlight

Bob Keiser
Highlight

Bob Keiser
Highlight

Bob Keiser
Highlight



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 70 Pink Yes Yes None 99% 1%

# 71 Yellow Yes Yes None 97% 3%

# 72 Yellow Yes Yes None 99% 1%

# 73 Mixed Yes Yes None 5% 93% 2%

# 74 Yellow Yes Yes None 98% 2%

# 75 White Yes Yes None 97% 3%

# 76 Yellow Yes Yes None 99% 1%

# 77 Yellow Yes Yes None 99% 1%

# 78 White Yes Yes 12% 3% 50% 35%

# 79 White Yes Yes 15% 5% 45% 35%

# 80 Yellow Yes Yes None 99% 1%

# 81 White Yes Yes 3% 5% 92%

# 82 Yellow Yes Yes None 97% 3%

# 83 Yellow Yes Yes None 99% 1%

# 84 Yellow Yes Yes None 98% 2%

# 85 White Yes Yes None 43% 57%

# 86 White Yes Yes None 55% 30% 15%

# 87 White Yes Yes None 58% 27% 15%

# 88 Yellow Yes Yes None 98% 2%

# 89 Yellow Yes Yes None 2% 98%

Methodology : EPA Method 600/R-93-116 Page # 4

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.
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              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 90 Tan Yes Yes None 3% 97%

# 91 White Yes Yes None 2% 98%

# 92 White Yes Yes None 55% 30% 15%

# 93 White Yes Yes None 12% 88%

# 94 White Yes Yes None 58% 27% 15%

# 95 White Yes Yes None 55% 25% 20%

# 96 White Yes Yes None 2% 98%

# 97 White Yes Yes None 8% 92%

# 98 White Yes Yes None 3% 97%

# 99 Gray Yes Yes None 100%

# 100 Green Yes Yes None 2% 98%

# 101 Black Yes No None 100%

# 102 White Yes Yes None 2% 98%

# 103 White Yes Yes None 3% 97%

# 104 White Yes Yes None 2% 98%

# 105 White Yes Yes None 3% 97%

Methodology : EPA Method 600/R-93-116 Page # 5

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.
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Asbestos Inspection Form and Chain of Custody 

Project: C a..t> ~ +-oJ 71 0-2.0-- d-A ce> 10 we.{ 

Date: ctL - a'7 -I'-/-
Address: 500 Meso S~d-, ~anK~V'T 
Sampled By: 13 Db Kej 8 ex-

Sample # Room # Floor # Location Matrix Color 

Relinquished By: Signature Received By: Signature 

Relinquished By: Signature Received By: Signature 

Lee Engineering, lie 

P.O. Box 500 

Lawrenceburg, KY 40341 

Ph (502}600-0016 

Size 
C-obV- ot ~ 
-Commellts 

I <Z 1/ 

\0" 
0" 

b \1 

\O~ 
3 1

\ 

~O' 
dO" 
tv" 
\ 0'1 

Da te &Time 

Date & Time 



Asbestos Inspection Form and Chain of Custody 

Project: ( ;a,f) ,·t-oJ --p \ Q-z..o.... 0 r-\.'i:c..e...>\owe..'f' Lee Engineering, IIc 

Date: .l.. - ~ 'l - \ 1- P.O. Box 500 

Address: 5100 ~o ~eJ:c't J ~\O-'£\.~-t\\- Lawrenceburg, KY 40341 

Sampled By: 00\0 -¥e:i s e:\' Ph (502)600-0016 

Sample # Room # Floor # Location Matrix Color Size GemmeAts 
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Asbestos Inspection Form and Chain of Custody 

Project: Co.tl±o.--\ -PlCLZA.. O--\±rc..£-..> "\b\i->~ Lee Engineering, IIc 

Date: .;L-~ ,- \ 1 P.o. Box 500 

Address: 500 Me:lfO '5t-t--~€.-T ) ~\Q..~ Lawrenceburg, KY 40341 

Sampled By: baJo Kci '2>--er Ph (502)600-0016 

Sample # Room # Floor # location Matrix Color Size Comments 
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Sample 98 Sample 99A

Ceiling plaster Sample 99B

Floor 1 Floor concrete/mastic

Floor 1

Sample 100 Sample 101

Floor tile - 12 inch Water unit insulation

Floor 1 Floor 1



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 90 Tan Yes Yes None 3% 97%

# 91 White Yes Yes None 2% 98%

# 92 White Yes Yes None 55% 30% 15%

# 93 White Yes Yes None 12% 88%

# 94 White Yes Yes None 58% 27% 15%

# 95 White Yes Yes None 55% 25% 20%

# 96 White Yes Yes None 2% 98%

# 97 White Yes Yes None 8% 92%

# 98 White Yes Yes None 3% 97%

# 99 Gray Yes Yes None 100%

# 100 Green Yes Yes None 2% 98%

# 101 Black Yes No None 100%

# 102 White Yes Yes None 2% 98%

# 103 White Yes Yes None 3% 97%

# 104 White Yes Yes None 2% 98%

# 105 White Yes Yes None 3% 97%

Methodology : EPA Method 600/R-93-116 Page # 5

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

14-Mar-14

Winterford Mensah
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State Of KY

Bob Keiser

500 Mero Street

Frankfort, KY

(Capital Plaza Office Tower)

Bob Keiser
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Asbestos Inspection Form and Chain of Custody 

Project: (:a.oI1-tlJ '"f \ 0.2,0-- OfQ('e~1 OWe..(' 

Date: .3 - &, ' - 14-
Address: 5CO Mew Skeet, -r~ 
Sampled By: 'fub Kei s& ' 

Sample # Room # Floor # Location Matrix Color 

qq f) lOS I Il'{oo(' l'Y\ClS-hc... Icm\ 

105 507 5 WI 00'< -Ii Ie.-

Relinquished By: Signature Received By: Signature 

Relinquished By: Signature Received By: Signature 

Lee Engineering, lie 

P.O. Box 500 

Lawrenceburg, KY 40341 

Ph (502)600-0016 

Size Comments 
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Date & Time 

Date & Time 
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Sample 135 Sample 136

Pipe wrapping Piping insulation

Crawl Space Crawl Space

Sample 137

Elbow

Crawl Space



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

T = Floor Tile / M = Mastic Under The Floor Tile

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 125 White Yes Yes None 8% 92%

# 126 White Yes Yes None 5% 95%

# 127 White Yes Yes None 3% 97%

# 128 T White Yes Yes None 3% 97%

# 128 M Tan Yes No None 2% 98%

# 129 White Yes Yes None 4% 96%

# 130 White Yes Yes None 45% 30% 25%

# 131 T White Yes Yes None 2% 98%

# 131 M Tan Yes No None 3% 97%

# 132 T White Yes Yes None 3% 97%

# 132 M Tan Yes No None 2% 98%

# 133 White Yes Yes None 5% 95%

# 134 T White Yes Yes None 3% 97%

# 134 M Tan Yes No None 3% 97%

# 135 White Yes Yes None 10% 25% 65%

# 136 Yellow Yes Yes None 99% 1%

# 137 White Yes Yes < 1% 2% 10% 88%

Methodology : EPA Method 600/R-93-116 Page # 7

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

11-Apr-14

Winterford Mensah

2104011

State Of KY

Bob Keiser

500 Mero Street

Frankfort, KY

(Capital Plaza Office Tower)

Bob Keiser
Highlight



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

A = Tape / B = Insulation

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 138 Yellow Yes Yes None 99% 1%

# 139 White Yes Yes 5% 3% 92%

# 140 A White Yes Yes None 5% 30% 65%

# 140 B Yellow Yes Yes 97% 3%

# 141 White Yes Yes 15% 5% 80%

Methodology : EPA Method 600/R-93-116

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459
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2105104
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500 Mero Street, Frankfort, KY

(Capital Plaza Office Tower)
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Highlight

Bob Keiser
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Floor tile - 12 inch

Floor 2



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 90 Tan Yes Yes None 3% 97%

# 91 White Yes Yes None 2% 98%

# 92 White Yes Yes None 55% 30% 15%

# 93 White Yes Yes None 12% 88%

# 94 White Yes Yes None 58% 27% 15%

# 95 White Yes Yes None 55% 25% 20%

# 96 White Yes Yes None 2% 98%

# 97 White Yes Yes None 8% 92%

# 98 White Yes Yes None 3% 97%

# 99 Gray Yes Yes None 100%

# 100 Green Yes Yes None 2% 98%

# 101 Black Yes No None 100%

# 102 White Yes Yes None 2% 98%

# 103 White Yes Yes None 3% 97%

# 104 White Yes Yes None 2% 98%

# 105 White Yes Yes None 3% 97%

Methodology : EPA Method 600/R-93-116 Page # 5

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.
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Bob Keiser
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Asbestos Inspection Form and Chain of Custody 

Project: (:a.oI1-tlJ '"f \ 0.2,0-- OfQ('e~1 OWe..(' 

Date: .3 - &, ' - 14-
Address: 5CO Mew Skeet, -r~ 
Sampled By: 'fub Kei s& ' 

Sample # Room # Floor # Location Matrix Color 

qq f) lOS I Il'{oo(' l'Y\ClS-hc... Icm\ 

105 507 5 WI 00'< -Ii Ie.-

Relinquished By: Signature Received By: Signature 

Relinquished By: Signature Received By: Signature 

Lee Engineering, lie 

P.O. Box 500 
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Ph (502)600-0016 

Size Comments 
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Date & Time 
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Sample 103

Floor tile- 12 inch

Floor 3



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 90 Tan Yes Yes None 3% 97%

# 91 White Yes Yes None 2% 98%

# 92 White Yes Yes None 55% 30% 15%

# 93 White Yes Yes None 12% 88%

# 94 White Yes Yes None 58% 27% 15%

# 95 White Yes Yes None 55% 25% 20%

# 96 White Yes Yes None 2% 98%

# 97 White Yes Yes None 8% 92%

# 98 White Yes Yes None 3% 97%

# 99 Gray Yes Yes None 100%

# 100 Green Yes Yes None 2% 98%

# 101 Black Yes No None 100%

# 102 White Yes Yes None 2% 98%

# 103 White Yes Yes None 3% 97%

# 104 White Yes Yes None 2% 98%

# 105 White Yes Yes None 3% 97%

Methodology : EPA Method 600/R-93-116 Page # 5

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459
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(Capital Plaza Office Tower)

Bob Keiser
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I 

Asbestos Inspection Form and Chain of Custody 

Project: (:a.oI1-tlJ '"f \ 0.2,0-- OfQ('e~1 OWe..(' 

Date: .3 - &, ' - 14-
Address: 5CO Mew Skeet, -r~ 
Sampled By: 'fub Kei s& ' 

Sample # Room # Floor # Location Matrix Color 

qq f) lOS I Il'{oo(' l'Y\ClS-hc... Icm\ 

105 507 5 WI 00'< -Ii Ie.-

Relinquished By: Signature Received By: Signature 

Relinquished By: Signature Received By: Signature 

Lee Engineering, lie 

P.O. Box 500 

Lawrenceburg, KY 40341 

Ph (502)600-0016 
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Sample 104

Floor tile covered with carpet

Floor 4



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 90 Tan Yes Yes None 3% 97%

# 91 White Yes Yes None 2% 98%

# 92 White Yes Yes None 55% 30% 15%

# 93 White Yes Yes None 12% 88%

# 94 White Yes Yes None 58% 27% 15%

# 95 White Yes Yes None 55% 25% 20%

# 96 White Yes Yes None 2% 98%

# 97 White Yes Yes None 8% 92%

# 98 White Yes Yes None 3% 97%

# 99 Gray Yes Yes None 100%

# 100 Green Yes Yes None 2% 98%

# 101 Black Yes No None 100%

# 102 White Yes Yes None 2% 98%

# 103 White Yes Yes None 3% 97%

# 104 White Yes Yes None 2% 98%

# 105 White Yes Yes None 3% 97%

Methodology : EPA Method 600/R-93-116 Page # 5

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

14-Mar-14

Winterford Mensah
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(Capital Plaza Office Tower)

Bob Keiser
Highlight



I 

Asbestos Inspection Form and Chain of Custody 

Project: (:a.oI1-tlJ '"f \ 0.2,0-- OfQ('e~1 OWe..(' 

Date: .3 - &, ' - 14-
Address: 5CO Mew Skeet, -r~ 
Sampled By: 'fub Kei s& ' 

Sample # Room # Floor # Location Matrix Color 

qq f) lOS I Il'{oo(' l'Y\ClS-hc... Icm\ 

105 507 5 WI 00'< -Ii Ie.-

Relinquished By: Signature Received By: Signature 

Relinquished By: Signature Received By: Signature 

Lee Engineering, lie 

P.O. Box 500 

Lawrenceburg, KY 40341 

Ph (502)600-0016 
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Sample 105

Floor tile covered with carpet

Floor 5



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 90 Tan Yes Yes None 3% 97%

# 91 White Yes Yes None 2% 98%

# 92 White Yes Yes None 55% 30% 15%

# 93 White Yes Yes None 12% 88%

# 94 White Yes Yes None 58% 27% 15%

# 95 White Yes Yes None 55% 25% 20%

# 96 White Yes Yes None 2% 98%

# 97 White Yes Yes None 8% 92%

# 98 White Yes Yes None 3% 97%

# 99 Gray Yes Yes None 100%

# 100 Green Yes Yes None 2% 98%

# 101 Black Yes No None 100%

# 102 White Yes Yes None 2% 98%

# 103 White Yes Yes None 3% 97%

# 104 White Yes Yes None 2% 98%

# 105 White Yes Yes None 3% 97%

Methodology : EPA Method 600/R-93-116 Page # 5

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

14-Mar-14

Winterford Mensah

2104011

State Of KY

Bob Keiser

500 Mero Street

Frankfort, KY

(Capital Plaza Office Tower)

Bob Keiser
Highlight



I 

Asbestos Inspection Form and Chain of Custody 

Project: (:a.oI1-tlJ '"f \ 0.2,0-- OfQ('e~1 OWe..(' 

Date: .3 - &, ' - 14-
Address: 5CO Mew Skeet, -r~ 
Sampled By: 'fub Kei s& ' 

Sample # Room # Floor # Location Matrix Color 

qq f) lOS I Il'{oo(' l'Y\ClS-hc... Icm\ 

105 507 5 WI 00'< -Ii Ie.-

Relinquished By: Signature Received By: Signature 

Relinquished By: Signature Received By: Signature 

Lee Engineering, lie 

P.O. Box 500 

Lawrenceburg, KY 40341 

Ph (502)600-0016 

Size Comments 

/;;\." 
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Date & Time 

Date & Time 
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Bob Keiser
Text Box
Ceramic

Bob Keiser
Text Box
White tile around wall on sixth floor



Sample 133 Sample 134

Ceiling texture Floor tile

Floor 6 Floor 6



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

T = Floor Tile / M = Mastic Under The Floor Tile

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 125 White Yes Yes None 8% 92%

# 126 White Yes Yes None 5% 95%

# 127 White Yes Yes None 3% 97%

# 128 T White Yes Yes None 3% 97%

# 128 M Tan Yes No None 2% 98%

# 129 White Yes Yes None 4% 96%

# 130 White Yes Yes None 45% 30% 25%

# 131 T White Yes Yes None 2% 98%

# 131 M Tan Yes No None 3% 97%

# 132 T White Yes Yes None 3% 97%

# 132 M Tan Yes No None 2% 98%

# 133 White Yes Yes None 5% 95%

# 134 T White Yes Yes None 3% 97%

# 134 M Tan Yes No None 3% 97%

# 135 White Yes Yes None 10% 25% 65%

# 136 Yellow Yes Yes None 99% 1%

# 137 White Yes Yes < 1% 2% 10% 88%

Methodology : EPA Method 600/R-93-116 Page # 7

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.
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Asbestos Inspection Form and Chain of Custody 
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Sampled By: Do b Ke\ ~ 

Sample # Room # Roor # location Matrix Color 

, 0 f 

Relinquished By: Signature Received By: Signature 

Relinquished By: Signature Received By: Signature 

Lee Engineering, lie 

P.O. Box 500 

lawrenceburg, KY 40341 

Ph (502)600-0016 
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Date & Time 

Date & Time 



Bob Keiser
Text Box
Seventh FloorCapital Plaza Office Tower

Bob Keiser
Callout
132

Bob Keiser
Text Box
Ceramic

Bob Keiser
Text Box
Ceramic



Sample 132

Floor tile

Floor 7



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

T = Floor Tile / M = Mastic Under The Floor Tile

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 125 White Yes Yes None 8% 92%

# 126 White Yes Yes None 5% 95%

# 127 White Yes Yes None 3% 97%

# 128 T White Yes Yes None 3% 97%

# 128 M Tan Yes No None 2% 98%

# 129 White Yes Yes None 4% 96%

# 130 White Yes Yes None 45% 30% 25%

# 131 T White Yes Yes None 2% 98%

# 131 M Tan Yes No None 3% 97%

# 132 T White Yes Yes None 3% 97%

# 132 M Tan Yes No None 2% 98%

# 133 White Yes Yes None 5% 95%

# 134 T White Yes Yes None 3% 97%

# 134 M Tan Yes No None 3% 97%

# 135 White Yes Yes None 10% 25% 65%

# 136 Yellow Yes Yes None 99% 1%

# 137 White Yes Yes < 1% 2% 10% 88%

Methodology : EPA Method 600/R-93-116 Page # 7

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

11-Apr-14

Winterford Mensah

2104011

State Of KY

Bob Keiser

500 Mero Street

Frankfort, KY

(Capital Plaza Office Tower)

Bob Keiser
Highlight



Asbestos Inspection Form and Chain of Custody 

Project: fJ

Date: :8 ~~ '" - d 
Address: E£X) N ~O &tr ee.+ ) b-OY\ t.f-.d 
Sampled By: Do b Ke\ ~ 

Sample # Room # Roor # location Matrix Color 

, 0 f 

Relinquished By: Signature Received By: Signature 

Relinquished By: Signature Received By: Signature 

Lee Engineering, lie 

P.O. Box 500 

lawrenceburg, KY 40341 

Ph (502)600-0016 

Size Comments 

Date & Time 

Date & Time 



Bob Keiser
Text Box
Eighth FloorCapital Plaza Office Tower

Bob Keiser
Callout
130

Bob Keiser
Callout
131

Bob Keiser
Text Box
Ceramic

Bob Keiser
Text Box
Ceramic



Sample 130 Sample 131

Ceiling tile Floor tile

Floor 8 Floor 8



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

T = Floor Tile / M = Mastic Under The Floor Tile

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 125 White Yes Yes None 8% 92%

# 126 White Yes Yes None 5% 95%

# 127 White Yes Yes None 3% 97%

# 128 T White Yes Yes None 3% 97%

# 128 M Tan Yes No None 2% 98%

# 129 White Yes Yes None 4% 96%

# 130 White Yes Yes None 45% 30% 25%

# 131 T White Yes Yes None 2% 98%

# 131 M Tan Yes No None 3% 97%

# 132 T White Yes Yes None 3% 97%

# 132 M Tan Yes No None 2% 98%

# 133 White Yes Yes None 5% 95%

# 134 T White Yes Yes None 3% 97%

# 134 M Tan Yes No None 3% 97%

# 135 White Yes Yes None 10% 25% 65%

# 136 Yellow Yes Yes None 99% 1%

# 137 White Yes Yes < 1% 2% 10% 88%

Methodology : EPA Method 600/R-93-116 Page # 7

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

11-Apr-14

Winterford Mensah

2104011

State Of KY

Bob Keiser

500 Mero Street

Frankfort, KY

(Capital Plaza Office Tower)

Bob Keiser
Highlight

Bob Keiser
Highlight



Asbestos Inspection Form and Chain of Custody 

Project: fJ

Date: :8 ~~ '" - d 
Address: E£X) N ~O &tr ee.+ ) b-OY\ t.f-.d 
Sampled By: Do b Ke\ ~ 

Sample # Room # Roor # location Matrix Color 

, 0 f 

Relinquished By: Signature Received By: Signature 

Relinquished By: Signature Received By: Signature 

Lee Engineering, lie 

P.O. Box 500 

lawrenceburg, KY 40341 

Ph (502)600-0016 

Size Comments 

Date & Time 

Date & Time 



Bob Keiser
Text Box
Ninth FloorCapital Plaza Office Tower

Bob Keiser
Callout
128

Bob Keiser
Callout
129

Bob Keiser
Text Box
Ceramic

Bob Keiser
Text Box
Ceramic



Sample 128 Sample 129

Floor tile Ceiling texture

Floor 9 Floor 9



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

T = Floor Tile / M = Mastic Under The Floor Tile

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 125 White Yes Yes None 8% 92%

# 126 White Yes Yes None 5% 95%

# 127 White Yes Yes None 3% 97%

# 128 T White Yes Yes None 3% 97%

# 128 M Tan Yes No None 2% 98%

# 129 White Yes Yes None 4% 96%

# 130 White Yes Yes None 45% 30% 25%

# 131 T White Yes Yes None 2% 98%

# 131 M Tan Yes No None 3% 97%

# 132 T White Yes Yes None 3% 97%

# 132 M Tan Yes No None 2% 98%

# 133 White Yes Yes None 5% 95%

# 134 T White Yes Yes None 3% 97%

# 134 M Tan Yes No None 3% 97%

# 135 White Yes Yes None 10% 25% 65%

# 136 Yellow Yes Yes None 99% 1%

# 137 White Yes Yes < 1% 2% 10% 88%

Methodology : EPA Method 600/R-93-116 Page # 7

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

11-Apr-14

Winterford Mensah

2104011

State Of KY

Bob Keiser

500 Mero Street

Frankfort, KY

(Capital Plaza Office Tower)

Bob Keiser
Highlight



Asbestos Inspection Form and Chain of Custody 

Project: fJ

Date: :8 ~~ '" - d 
Address: E£X) N ~O &tr ee.+ ) b-OY\ t.f-.d 
Sampled By: Do b Ke\ ~ 

Sample # Room # Roor # location Matrix Color 

, 0 f 

Relinquished By: Signature Received By: Signature 

Relinquished By: Signature Received By: Signature 

Lee Engineering, lie 

P.O. Box 500 

lawrenceburg, KY 40341 

Ph (502)600-0016 

Size Comments 

Date & Time 

Date & Time 



Bob Keiser
Text Box
Tenth FloorCapital Plaza Office Tower

Bob Keiser
Callout
127

Bob Keiser
Text Box
Ceramic

Bob Keiser
Text Box
Ceramic



Sample 127

Floor tile

Floor 10



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

T = Floor Tile / M = Mastic Under The Floor Tile

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 125 White Yes Yes None 8% 92%

# 126 White Yes Yes None 5% 95%

# 127 White Yes Yes None 3% 97%

# 128 T White Yes Yes None 3% 97%

# 128 M Tan Yes No None 2% 98%

# 129 White Yes Yes None 4% 96%

# 130 White Yes Yes None 45% 30% 25%

# 131 T White Yes Yes None 2% 98%

# 131 M Tan Yes No None 3% 97%

# 132 T White Yes Yes None 3% 97%

# 132 M Tan Yes No None 2% 98%

# 133 White Yes Yes None 5% 95%

# 134 T White Yes Yes None 3% 97%

# 134 M Tan Yes No None 3% 97%

# 135 White Yes Yes None 10% 25% 65%

# 136 Yellow Yes Yes None 99% 1%

# 137 White Yes Yes < 1% 2% 10% 88%

Methodology : EPA Method 600/R-93-116 Page # 7

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

11-Apr-14

Winterford Mensah

2104011

State Of KY

Bob Keiser

500 Mero Street

Frankfort, KY

(Capital Plaza Office Tower)

Bob Keiser
Highlight



Asbestos Inspection Form and Chain of Custody 

Project: fJ

Date: :8 ~~ '" - d 
Address: E£X) N ~O &tr ee.+ ) b-OY\ t.f-.d 
Sampled By: Do b Ke\ ~ 

Sample # Room # Roor # location Matrix Color 

, 0 f 

Relinquished By: Signature Received By: Signature 

Relinquished By: Signature Received By: Signature 

Lee Engineering, lie 

P.O. Box 500 

lawrenceburg, KY 40341 

Ph (502)600-0016 

Size Comments 

Date & Time 

Date & Time 



Bob Keiser
Text Box
Eleventh FloorCapital Plaza Office Tower

Bob Keiser
Callout
126

Bob Keiser
Callout
125

Bob Keiser
Text Box
Ceramic

Bob Keiser
Text Box
Ceramic



Sample 125 Sample 126

Ceiling plaster Floor tile

Floor 11 Floor 11



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

T = Floor Tile / M = Mastic Under The Floor Tile

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 125 White Yes Yes None 8% 92%

# 126 White Yes Yes None 5% 95%

# 127 White Yes Yes None 3% 97%

# 128 T White Yes Yes None 3% 97%

# 128 M Tan Yes No None 2% 98%

# 129 White Yes Yes None 4% 96%

# 130 White Yes Yes None 45% 30% 25%

# 131 T White Yes Yes None 2% 98%

# 131 M Tan Yes No None 3% 97%

# 132 T White Yes Yes None 3% 97%

# 132 M Tan Yes No None 2% 98%

# 133 White Yes Yes None 5% 95%

# 134 T White Yes Yes None 3% 97%

# 134 M Tan Yes No None 3% 97%

# 135 White Yes Yes None 10% 25% 65%

# 136 Yellow Yes Yes None 99% 1%

# 137 White Yes Yes < 1% 2% 10% 88%

Methodology : EPA Method 600/R-93-116 Page # 7

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

11-Apr-14

Winterford Mensah

2104011

State Of KY

Bob Keiser

500 Mero Street

Frankfort, KY

(Capital Plaza Office Tower)

Bob Keiser
Highlight



· . . .. _._-- ---- -------

Asbestos Inspection Form and Chain of Custody 

Project: Co.,p-rt--aJ Y \ClZ.o- O~c.e..-- -roweY' 
Date: '3 -;;;I. 4;:-J4-

Address: 5bO ~e:rQ &ked--. ~\CU\~~ 
/ 

Sampled8y: pob ¥--ci~ 

Sample # Room # Floor # Location Matrix Color 

lo~ LlObh ~4- Cpi \ Ira Dla5.\er w\--ii {e., 
J 07 ';;24-14- .24- £1 -..J '-\-i \ e. · CW"c.LU 
IQS LoX>b\j ;:13 c...e...'\ \ \ '(\q -+i Ie... ~N~ 
loq ~ 3 I.;;!. ~.3 .J:-- ~ leo", -hIe..- LUhI-l0 
/1 0 :;noljA ;);)... -C-l lOOl -HI£.- L;) hi-le, 
III 'iw? ;;Ll ~b lii\O, +i le... wh;Je. 
I I ;+.. .;2.1 C.e..i i~ +7\0(' tvh;k 
II ~ ~I c.{I2~ -J -H Ie..- whi4e.-
}JLj ;<'0 -' leaf +TIe. Whlie 
1)5 I<J ce.i/ i rq --HIe- lUNk-
j Iv JY C6 ifitf -H/~ LJhi~J 
117 I ~O'" 1'6 13/001 +tIe- wI 11'1 p 

111 Lobb~ 17 Cd/[M -n Je-- U) hi ~ 
})q 17rt?l:J 17 £} ~ 

. 'L ...f.-i I p W Ii, 1' . 
JC). 0 1 ~;;l5 1ft -P/ot:>(' --n Ie. LUk' e--
I :;2./ 15 -floo, -H/~ a.rcuJ 
/ -:2'd-- 15"" t:el/ifIQ ..J--i If'. H -hi rp 
}X?J 15;:;':;;- JS- 12.1. o-,J '-I-i it':- LtJ hi: ()" 

I dlf /;;1-0 :; /:?- -Plear -hIe.. ~ uJ/ct'l 
1:25 I-.obb'i II e.eil;rcJ Ip/ClS/er \lJhN~ 

Relinquished By: Signature Received By: Signature 

Relinquished By: Signature Received By: Signature 

----- --

Lee Engineering, lie 

P.O.8ox500 

Lawrenceburg, KY 40341 

Ph (502)600-0016 

Size Comments 

c.q~ wi{h .~ 

Date & Time 

Date & Time 



Asbestos Inspection Form and Chain of Custody 

Project: fJ

Date: :8 ~~ '" - d 
Address: E£X) N ~O &tr ee.+ ) b-OY\ t.f-.d 
Sampled By: Do b Ke\ ~ 

Sample # Room # Roor # location Matrix Color 

, 0 f 

Relinquished By: Signature Received By: Signature 

Relinquished By: Signature Received By: Signature 

Lee Engineering, lie 

P.O. Box 500 

lawrenceburg, KY 40341 

Ph (502)600-0016 

Size Comments 

Date & Time 

Date & Time 
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Bob Keiser
Text Box
Twelfth FloorCapital Plaza Office Tower

Bob Keiser
Callout
124

Bob Keiser
Text Box
Ceramic

Bob Keiser
Text Box
Ceramic



Sample 124

Floor tile

Floor 12



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

T = Floor Tile / M = Mastic Under The Floor Tile

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 106 White Yes Yes None 5% 95%

# 107 Gray Yes Yes None 2% 98%

# 108 White Yes Yes None 5% 95%

# 109 White Yes Yes None 2% 98%

# 110 White Yes Yes None 3% 97%

# 111 White Yes Yes None 8% 92%

# 112 White Yes Yes None 5% 95%

# 113 White Yes Yes None 2% 98%

#114 White Yes Yes None 2% 98%

# 115 White Yes Yes None 45% 30% 25%

# 116 White Yes Yes None 48% 27% 25%

# 117 White Yes Yes None 3% 97%

# 118 White Yes Yes None 5% 95%

# 119 White Yes Yes None 3% 97%

# 120 White Yes Yes None 2% 98%

# 121 T Gray Yes Yes None 3% 97%

# 121 M Black Yes No 2% 2% 98%

# 122 White Yes Yes None 45% 30% 25%

# 123 White Yes Yes None 2% 98%

# 124 White Yes Yes None 2% 98%

Methodology : EPA Method 600/R-93-116 Page # 6

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

4-Apr-14

Winterford Mensah

2104011

State Of KY

Bob Keiser

500 Mero Street

Frankfort, KY

(Capital Plaza Office Tower)

Bob Keiser
Highlight



· . . .. _._-- ---- -------

Asbestos Inspection Form and Chain of Custody 

Project: Co.,p-rt--aJ Y \ClZ.o- O~c.e..-- -roweY' 
Date: '3 -;;;I. 4;:-J4-

Address: 5bO ~e:rQ &ked--. ~\CU\~~ 
/ 

Sampled8y: pob ¥--ci~ 

Sample # Room # Floor # Location Matrix Color 

lo~ LlObh ~4- Cpi \ Ira Dla5.\er w\--ii {e., 
J 07 ';;24-14- .24- £1 -..J '-\-i \ e. · CW"c.LU 
IQS LoX>b\j ;:13 c...e...'\ \ \ '(\q -+i Ie... ~N~ 
loq ~ 3 I.;;!. ~.3 .J:-- ~ leo", -hIe..- LUhI-l0 
/1 0 :;noljA ;);)... -C-l lOOl -HI£.- L;) hi-le, 
III 'iw? ;;Ll ~b lii\O, +i le... wh;Je. 
I I ;+.. .;2.1 C.e..i i~ +7\0(' tvh;k 
II ~ ~I c.{I2~ -J -H Ie..- whi4e.-
}JLj ;<'0 -' leaf +TIe. Whlie 
1)5 I<J ce.i/ i rq --HIe- lUNk-
j Iv JY C6 ifitf -H/~ LJhi~J 
117 I ~O'" 1'6 13/001 +tIe- wI 11'1 p 

111 Lobb~ 17 Cd/[M -n Je-- U) hi ~ 
})q 17rt?l:J 17 £} ~ 

. 'L ...f.-i I p W Ii, 1' . 
JC). 0 1 ~;;l5 1ft -P/ot:>(' --n Ie. LUk' e--
I :;2./ 15 -floo, -H/~ a.rcuJ 
/ -:2'd-- 15"" t:el/ifIQ ..J--i If'. H -hi rp 
}X?J 15;:;':;;- JS- 12.1. o-,J '-I-i it':- LtJ hi: ()" 

I dlf /;;1-0 :; /:?- -Plear -hIe.. ~ uJ/ct'l 
1:25 I-.obb'i II e.eil;rcJ Ip/ClS/er \lJhN~ 

Relinquished By: Signature Received By: Signature 

Relinquished By: Signature Received By: Signature 

----- --

Lee Engineering, lie 

P.O.8ox500 

Lawrenceburg, KY 40341 

Ph (502)600-0016 

Size Comments 

c.q~ wi{h .~ 

Date & Time 

Date & Time 
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Bob Keiser
Callout
10

Bob Keiser
Callout
11

Bob Keiser
Callout
12

Bob Keiser
Callout
13

Bob Keiser
Callout
14

Bob Keiser
Callout
15

Bob Keiser
Callout
16

Bob Keiser
Callout
17

Bob Keiser
Callout
18

Bob Keiser
Callout
19

Bob Keiser
Callout
20

Bob Keiser
Callout
21

Bob Keiser
Callout
22

Bob Keiser
Callout
23

Bob Keiser
Callout
24

Bob Keiser
Callout
25

Bob Keiser
Callout
26

Bob Keiser
Callout
27

Bob Keiser
Callout
28

Bob Keiser
Callout
29

Bob Keiser
Callout
30

Bob Keiser
Callout
31

Bob Keiser
Callout
32

Bob Keiser
Callout
33

Bob Keiser
Callout
34

Bob Keiser
Callout
35

Bob Keiser
Callout
36

Bob Keiser
Callout
37

Bob Keiser
Callout
38

Bob Keiser
Callout
39

Bob Keiser
Callout
40

Bob Keiser
Callout
41

Bob Keiser
Callout
42

Bob Keiser
Callout
43

Bob Keiser
Callout
44

Bob Keiser
Callout
45

Bob Keiser
Callout
46

Bob Keiser
Callout
47

Bob Keiser
Text Box
Color of pipe is indicated by sample numberRed is default color



Sample 11 Sample 12

Elbow pipe insulation Pipe wrap

Floor 13A Floor13A

Sample 13 Sample 14

Elbow insulation Pipe wrap

Floor 13A Floor 13A



Sample 15 Sample16

Pipe wrap Pipe wrap

Floor 13A Floor 13A

Sample 17 Sample 18

Pipe wrap Pipe wrap

Floor 13A Floor 13A



Sample 19 Sample 20

Elbow Pipe wrap

Floor 13A Floor 13A

Sample 21 Sample 22

Pipe wrap Pipe wrap

Floor 13A Floor 13A



Sample 23 Sample 24

Elbow Debris - laying on top of unit

Floor 13A Floor 13A

Sample 25 Sample 26

Joint Pipe wrap

Floor 13A Floor 13A



Sample 27 Sample 28

Pipe wrap Joint/elbow

Floor 13A Floor 13A

Sample 29 Sample 30

Pipe wrap Pipe wrap

Floor 13A Floor 13A



Sample 31 Sample 32

Pipe wrap Valve

Floor 13A Floor 13A

Sample 33 Sample 34

Elbow Joint

Floor 13A Floor 13A



Sample 35 Sample 36

Pipe wrap Elbow

Floor 13A Floor 13A

Sample 37 Sample 38

Elbow Elbow

Floor 13A Floor 13A



Sample 39 Sample 40

Pipe insulation Pipe wrap

Floor 13A Floor 13A

Sample 41 Sample 42

Pipe wrap Pipe wrap

Floor 13A Floor 13A



Sample 43 Sample 44

Elbow Pipe wrap

Floor 13A Floor 13A

Sample 45 Sample 46

Pipe wrap Ceiling tile

Floor 13A Floor 13A



Sample 47

Pipe wrap 

Floor 13A



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 10 Yellow Yes Yes None 99% 1%

# 11 Yellow Yes Yes None 97% 3%

# 12 Yellow Yes Yes None 99% 1%

# 13 Yellow Yes Yes None 98% 2%

# 14 Yellow Yes Yes None 99% 1%

# 15 White Yes Yes None 3% 95% 2%

# 16 Yellow Yes Yes None 97% 3%

# 17 Yellow Yes Yes None 99% 1%

# 18 Yellow Yes Yes None 97% 3%

# 19 Yellow Yes Yes None 99% 1%

# 20 Yellow Yes Yes None 97% 3%

# 21 Yellow Yes Yes None 2% 97% 1%

# 22 Yellow Yes Yes None 99% 1%

# 23 Yellow Yes Yes None 97% 3%

# 24 White Yes Yes 35% 5% 60%

# 25 Yellow Yes Yes None 99% 1%

# 26 Yellow Yes Yes None 98% 2%

# 27 Yellow Yes Yes None 99% 1%

# 28 White Yes Yes 5% 3% 52% 40%

# 29 Yellow Yes Yes None 99% 1%

Methodology : EPA Method 600/R-93-116 Page # 1

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

5-Mar-14

Winterford Mensah

2104011

State Of KY

Bob Keiser

500 Mero Street

Frankfort, KY

Bob Keiser
Highlight

Bob Keiser
Highlight

Bob Keiser
Highlight

Bob Keiser
Highlight

Bob Keiser
Highlight



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 30 Black Yes Yes None 100%

# 31 White Yes Yes 12% 3% 40% 45%

# 32 White Yes Yes 20% 5% 40% 35%

# 33 Yellow Yes Yes None 99% 1%

# 34 Yellow Yes Yes None 99% 1%

# 35 Yellow Yes Yes None 97% 3%

# 36 White Yes Yes 15% 5% 45% 35%

# 37 Yellow Yes Yes 12% 3% 30% 55%

# 38 White Yes Yes 12% 5% 43% 40%

# 39 Yellow Yes Yes None 99% 1%

# 40 Yellow Yes Yes None 99% 1%

# 41 Yellow Yes Yes None 98% 2%

# 42 Yellow Yes Yes None 99% 1%

#43 White Yes Yes None 98% 2%

#44 White Yes Yes 10% 5% 50% 35%

# 45 White Yes Yes 8% 2% 35% 55%

# 46 White Yes Yes None 55% 35% 10%

# 47 Yellow Yes Yes None 99% 1%

# 48 Yellow Yes Yes None 97% 3%

# 49 Yellow Yes Yes None 98% 2%

Methodology : EPA Method 600/R-93-116 Page # 2

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

5-Mar-14

Winterford Mensah

2104011

State Of KY

Bob Keiser

500 Mero Street

Frankfort, KY

Bob Keiser
Highlight

Bob Keiser
Highlight

Bob Keiser
Highlight

Bob Keiser
Highlight

Bob Keiser
Highlight

Bob Keiser
Highlight

Bob Keiser
Highlight



Asbestos Inspection Form and Chain of Custody 

Project: (:11 ni--\-z:L\ --p \o..z.o- n.ll1r'e.>-rDweK" Lee Engineering, IIc . . 

Date: Sl - .;1.:5 - 14 P.O. Box 500 

Address: Sco Me..V'o 'E*cee±. h-O-h\(~ Lawrenceburg, KY 40341 , 

Sampled By: J::>o ~ Kel 'i3eJI Ph (502)600-0016 

Sample # Room # Floor # Locat ion Matrix Color Size 
eolor at pi fV 

Comments 

/0 13A eJbow i nsv...\c..:lictl "Ie1loW ~ in.d,o.... b \u.e/ 'l e.\Iou. 

J i J3A ptPe.WC/lD . nsu..la+i on l.Jel\ow &> " 
1\ bluc/'1dlou.: 

I). J3A vo...lve.. i f\5lA..\Q."-",n J~II.o IV ~ " u b l(.te./.,\r-un 
13 JoA e.lbow i Yl5l>-.ID-non white- (., . " b i~ ;:;:ree.Y\ 

/4- 13A Olj)eW(tlP i nsu..\ a,:ti "'V1 _yel JOI2w I 53 Il " 'I e.\ \~vJ 
/5 i3A pi(!e. WVtLfl 1·1'\5 LLia. +il?n \lei Ill"" ~if It " whlt-e../Vc.110L\, 
I/o I~A riiop. wr ~ A5"LL 1li:1t on ~eJl()lv ('6 ' " Iyet/ow 
J? l'3A DIVe y.[( &{) ins \A. lCL-\-\ or 'fe-HovV Ce " II '-tel low 
1 <J 13A 'f)' pe.. wr d--P i 1'\5 lA I 4.-1-\0> n. 'iell ow 

te_ ,. " ~ eUDvJ 
1'1 13A e..\ bow \V\sv...IDtion -yellow 10 II " ~eJ\ow 

.:;:J.O /3A iPiPI2-\A)(o.p I r15td CL·\-i on 'I ell oi/J 
" II 

" ye.llow 
cRl /3A I piPe.- WI6-P i 1\5 (.t) o..:hol') 'Iel(ow I ~ " b Y e.\ I oW 

d:J. J3A o-'Pe.\IJ'aJ) 1"r\51.l.Io..-ilvn veil,,>\, I <g /, II yell lOW 
8.9 j3A el bo\V I nSLL)?L-h-e1' I.J e-/ I "u; I j • " \J -e ll i<? u.> 
;/y. f3A IRi·pe. ....x-O-p in 5uJ{.L.·fton white- 3'4" }.,Ose.- ~r6-Y'lqe-
as J3A e..lbow i n 5 LL lali01' " e.1lt<> IL J ~ i ll d~ '/- e-lto Ii) 
210 I~A I pice. W1a-p i f\S j,L uj-io f) I 'l e.-I (t;",J I g /I 

I, 
'J e..Ilvw 

,;l7 I2JA IP i ~ e- vJrtt.P /n su.. ialTc>YJ I " eli,,;.) <6 " u Vel/ow 
,:1.'6 13A elbow ~ VlslAi CL-H ,9/'1 white- /4 " ., tlfe.e.n 
~'1 /JA I Pift.-wrCf insl<./ a.+j"f) l-i e./ / 0 JJJ / & ,; " .. Cf 

,een 
Relinquished By: Signatu re Received By: Signature Date & Time 

Relinquished By: Signature Rece ived By: Signat ure Date & Time 



Asbestos Inspection Form and Chain of Custody 

Project: ('.n-.D,-\-z;:Ll ,-p 1ctz..0-.> D~.!ricc-- -, lDux:f Lee Engineering, lie 

Date: c;L- d- 5 -,4- P.o. Box 500 

Address: 5 CO Mero S\-,ee-t- 1 rrCLYL~~ It Lawrenceburg, KY 40341 

Sampled By: 130 b Kd s e.....'<"' Ph (502)600-0016 

Sample # Room # Floor # Location Matrix Color Size 
Colo r .,{' PiP"-' 

Comments 

30 t!JA pi~\<X"a.p j Vl5L.L.ir..h-w blCtL~ Ig i n C\fe<., JAre.e:nll'Jh.ife 
31 t?>A pj'",,~ ; n;;u..llL-Hov white.. g /I " 9(\~ 

3;}.. I.3A VCI.- V0 l\,\suJQ+io; w~ite.., ')J k II 
%,ee:n 

.93 jBA e...t~ow i r,s u.1J-j~ wh\:+e.- L\- " , 4ree.Yl 
c3J..\ j3A e...l bovJ ) \'\..S LL kti 0\ -)ellolL y' II '-', 

~e"",-", 

35 13A DI~IJJ(CLP 1t'\5lA.. I tLf;O) 'i eI Lo~ Lj " v Q,r=n 
3(P I?JA e..\bGw ; Y\5!.L laJ-l<01' IIJhi'te. '6 " II Clx-ee."V\ 
37 10A e..\ bow ins t.t..1.:t:I-iOY \III~rlv G " I, 

,;;(-e.:eJ(") 

2A J3A e.\ bow i r)SLL lCL-nov wkt-l-v 4" ,. t~n=_e.y\ 
3'1 , :?>jA pi(Je.. WYtLP ) \'\51{. \ a..-h-"", 'le.!low Si I' I< ~.e-eY\ 
Ljp 13A pipe..~ i 1\5LLI ~hoY) II ell or.! Ie I. tI i0'e.e.n < 

41 J3A :pi r::e iN'r #> in 5 uJ 6:..'/101'1 ~lo\\J t..f ' " ~e.CV"\ 
4;;t I.3A f);A2--~ i nslA.\ lL+tOVl ZJ el low g' ,. ,. 

9:re.e..n 
43 )3A e-\bow ft"\s(..L In -hr"T 'wkt~ <6 " • oam,,,,,j~f 

4-4- }3A ." IIX>... VJ\o.P jI\SLL\~,:\-ior 1L>k' -/-b CZ 
h l\ 

0""'" ~ c/1J)h..// 
115 i3A ~ __ I.U'U1P -nsLL \ r..M ~ 10hl+e ?; II " oY'tl¥'<:;\~) W hi of iJ 

~ 13A celli~ +t Ie- wh;ite.- '-' 

47 /3A .plA2-ilJ~ i Y!5/L!IL-h'on \jell!?u 'If It Ll LV h. t 'r €.J , , 

Relinquished By: Signature Received By: Signature Date & Time 

Relinquished By: Signature Received By: Signature Date & Time 

--~--
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Bob Keiser
Callout
48

Bob Keiser
Callout
49

Bob Keiser
Callout
50

Bob Keiser
Callout
51

Bob Keiser
Callout
52

Bob Keiser
Callout
53



Sample 48 Sample 49

Pipe wrap Pipe Wrap

Floor 13B Floor 13B

Sample 50 Sample 51

Pipe Wrap Pipe Wrap

Floor 13B Floor 13B



Sample 52 Sample 53

Pipe Wrap Pipe Wrap on valve

Floor 13B Floor 13B



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 30 Black Yes Yes None 100%

# 31 White Yes Yes 12% 3% 40% 45%

# 32 White Yes Yes 20% 5% 40% 35%

# 33 Yellow Yes Yes None 99% 1%

# 34 Yellow Yes Yes None 99% 1%

# 35 Yellow Yes Yes None 97% 3%

# 36 White Yes Yes 15% 5% 45% 35%

# 37 Yellow Yes Yes 12% 3% 30% 55%

# 38 White Yes Yes 12% 5% 43% 40%

# 39 Yellow Yes Yes None 99% 1%

# 40 Yellow Yes Yes None 99% 1%

# 41 Yellow Yes Yes None 98% 2%

# 42 Yellow Yes Yes None 99% 1%

#43 White Yes Yes None 98% 2%

#44 White Yes Yes 10% 5% 50% 35%

# 45 White Yes Yes 8% 2% 35% 55%

# 46 White Yes Yes None 55% 35% 10%

# 47 Yellow Yes Yes None 99% 1%

# 48 Yellow Yes Yes None 97% 3%

# 49 Yellow Yes Yes None 98% 2%

Methodology : EPA Method 600/R-93-116 Page # 2

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

5-Mar-14

Winterford Mensah

2104011

State Of KY

Bob Keiser

500 Mero Street

Frankfort, KY

Bob Keiser
Highlight



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 50 Yellow Yes Yes None 98% 2%

# 51 White Yes Yes 15% 3% 37% 45%

# 52 White Yes Yes 12% 3% 40% 45%

# 53 White Yes Yes 12% 2% 38% 48%

# 54 Yellow Yes Yes None 2% 98%

# 55 White Yes Yes None 55% 30% 15%

# 56 White Yes Yes None 98% 2%

# 57 Yellow Yes Yes None 99% 1%

# 58 White Yes Yes 5% 3% 42% 50%

# 59 Yellow Yes Yes None 98% 2%

# 60 White Yes Yes 10% 3% 52% 35%

# 61 Yellow Yes Yes None 98% 2%

# 62 White Yes Yes 5% 2% 43% 50%

# 63 White Yes Yes None 55% 40% 5%

# 64 White Yes Yes None 5% 95%

# 65 Yellow Yes Yes None 97% 3%

# 66 White Yes Yes 7% 3% 25% 65%

# 67 White Yes Yes 5% 2% 40% 55%

# 68 Yellow Yes Yes None 99% 1%

# 69 Yellow Yes Yes None 97% 3%

Methodology : EPA Method 600/R-93-116 Page # 3

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

5-Mar-14

Winterford Mensah

2104011

State Of KY

Bob Keiser

500 Mero Street

Frankfort, KY

Bob Keiser
Highlight

Bob Keiser
Highlight
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Bob Keiser
Callout
1

Bob Keiser
Callout
2

Bob Keiser
Callout
3

Bob Keiser
Callout
4

Bob Keiser
Callout
5

Bob Keiser
Callout
6

Bob Keiser
Callout
7

Bob Keiser
Callout
8

Bob Keiser
Callout
9

Bob Keiser
Line

Bob Keiser
Line

Bob Keiser
Line

Bob Keiser
Line

Bob Keiser
Line

Bob Keiser
Line

Bob Keiser
Line

Bob Keiser
Line

Bob Keiser
Line

Bob Keiser
Text Box
Abated

Bob Keiser
Line

Bob Keiser
Line

Bob Keiser
Line

Bob Keiser
Line

Bob Keiser
Line

Bob Keiser
Line

Bob Keiser
Callout
Two - 1.5 inch copper pipes with asbestos containing insulation - approximately 300 linear feet

Bob Keiser
Line

Bob Keiser
Line

Bob Keiser
Line

Bob Keiser
Line

Bob Keiser
Text Box
Approximate Scale:1 inch = 20 feet

Bob Keiser
Callout
Photo 1

Bob Keiser
Callout
Photo 2

Bob Keiser
Callout
Photo 3

Bob Keiser
Callout
Photo 4

Bob Keiser
Callout
10



Photo 1 Photo 2

Pipes under floor tile Insulation foil and pipe insulation

Fourteenth Floor Fourteenth Floor

Photo 3 Photo 4

Black foam insulation Joint compound

Fourteenth Floor Fourteenth Floor



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

2A = Jacket Covering Insulation / 2B = Insulation

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 1 White Yes Yes 45% 3% 52%

# 2 A Silver Yes Yes None 5% 20% 75%

# 2 B Yellow Yes Yes None 98% 2%

# 3 Yellow Yes Yes None 97% 3%

# 4 Black Yes No None 2% 98%

# 5 Black Yes No None 100%

# 6 White Yes Yes None 5% 95%

# 7 White Yes Yes None 3% 97%

# 8 Pink Yes Yes None 99% 1%

# 9 White Yes Yes None 8% 92%

Methodology : EPA Method 600/R-93-116

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

25-Jan-14

Winterford Mensah

2101259

State Of Kentucky

Bob Keiser - Lee Engineering LLC

500 Mero Street, Frankfort, KY

(Capital Plaza Office Tower)

Bob Keiser
Highlight

Bob Keiser
Highlight





              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 10 White Yes Yes None 3% 97%

Methodology : EPA Method 600/R-93-116

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

6-Feb-14

Winterford Mensah

2102067

State Of Kentucky

Bob Keiser

Capital Plaza Office Tower

Ceiling Texture

Bob Keiser
Highlight





Bob Keiser
Text Box
Fifteenth FloorCapital Plaza Office Tower

Bob Keiser
Callout
123

Bob Keiser
Callout
121

Bob Keiser
Callout
122

Bob Keiser
Text Box
Ceramic

Bob Keiser
Text Box
Ceramic



Sample 121 Sample 122

Floor tile Ceiling tile

Floor 15 Floor 15

Sample 123

Floor tile

Floor 15



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

T = Floor Tile / M = Mastic Under The Floor Tile

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 106 White Yes Yes None 5% 95%

# 107 Gray Yes Yes None 2% 98%

# 108 White Yes Yes None 5% 95%

# 109 White Yes Yes None 2% 98%

# 110 White Yes Yes None 3% 97%

# 111 White Yes Yes None 8% 92%

# 112 White Yes Yes None 5% 95%

# 113 White Yes Yes None 2% 98%

#114 White Yes Yes None 2% 98%

# 115 White Yes Yes None 45% 30% 25%

# 116 White Yes Yes None 48% 27% 25%

# 117 White Yes Yes None 3% 97%

# 118 White Yes Yes None 5% 95%

# 119 White Yes Yes None 3% 97%

# 120 White Yes Yes None 2% 98%

# 121 T Gray Yes Yes None 3% 97%

# 121 M Black Yes No 2% 2% 98%

# 122 White Yes Yes None 45% 30% 25%

# 123 White Yes Yes None 2% 98%

# 124 White Yes Yes None 2% 98%

Methodology : EPA Method 600/R-93-116 Page # 6

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

4-Apr-14

Winterford Mensah

2104011

State Of KY

Bob Keiser

500 Mero Street

Frankfort, KY

(Capital Plaza Office Tower)

Bob Keiser
Highlight

Bob Keiser
Highlight

Bob Keiser
Highlight

Bob Keiser
Highlight



· . . .. _._-- ---- -------

Asbestos Inspection Form and Chain of Custody 

Project: Co.,p-rt--aJ Y \ClZ.o- O~c.e..-- -roweY' 
Date: '3 -;;;I. 4;:-J4-

Address: 5bO ~e:rQ &ked--. ~\CU\~~ 
/ 

Sampled8y: pob ¥--ci~ 

Sample # Room # Floor # Location Matrix Color 

lo~ LlObh ~4- Cpi \ Ira Dla5.\er w\--ii {e., 
J 07 ';;24-14- .24- £1 -..J '-\-i \ e. · CW"c.LU 
IQS LoX>b\j ;:13 c...e...'\ \ \ '(\q -+i Ie... ~N~ 
loq ~ 3 I.;;!. ~.3 .J:-- ~ leo", -hIe..- LUhI-l0 
/1 0 :;noljA ;);)... -C-l lOOl -HI£.- L;) hi-le, 
III 'iw? ;;Ll ~b lii\O, +i le... wh;Je. 
I I ;+.. .;2.1 C.e..i i~ +7\0(' tvh;k 
II ~ ~I c.{I2~ -J -H Ie..- whi4e.-
}JLj ;<'0 -' leaf +TIe. Whlie 
1)5 I<J ce.i/ i rq --HIe- lUNk-
j Iv JY C6 ifitf -H/~ LJhi~J 
117 I ~O'" 1'6 13/001 +tIe- wI 11'1 p 

111 Lobb~ 17 Cd/[M -n Je-- U) hi ~ 
})q 17rt?l:J 17 £} ~ 

. 'L ...f.-i I p W Ii, 1' . 
JC). 0 1 ~;;l5 1ft -P/ot:>(' --n Ie. LUk' e--
I :;2./ 15 -floo, -H/~ a.rcuJ 
/ -:2'd-- 15"" t:el/ifIQ ..J--i If'. H -hi rp 
}X?J 15;:;':;;- JS- 12.1. o-,J '-I-i it':- LtJ hi: ()" 

I dlf /;;1-0 :; /:?- -Plear -hIe.. ~ uJ/ct'l 
1:25 I-.obb'i II e.eil;rcJ Ip/ClS/er \lJhN~ 

Relinquished By: Signature Received By: Signature 

Relinquished By: Signature Received By: Signature 

----- --

Lee Engineering, lie 

P.O.8ox500 

Lawrenceburg, KY 40341 

Ph (502)600-0016 

Size Comments 

c.q~ wi{h .~ 

Date & Time 

Date & Time 



Bob Keiser
Text Box
Sixteenth FloorCapital Plaza Office Tower

Bob Keiser
Callout
120

Bob Keiser
Text Box
Ceramic

Bob Keiser
Text Box
Ceramic



Sample 120

Floor tile

Floor 16



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

T = Floor Tile / M = Mastic Under The Floor Tile

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 106 White Yes Yes None 5% 95%

# 107 Gray Yes Yes None 2% 98%

# 108 White Yes Yes None 5% 95%

# 109 White Yes Yes None 2% 98%

# 110 White Yes Yes None 3% 97%

# 111 White Yes Yes None 8% 92%

# 112 White Yes Yes None 5% 95%

# 113 White Yes Yes None 2% 98%

#114 White Yes Yes None 2% 98%

# 115 White Yes Yes None 45% 30% 25%

# 116 White Yes Yes None 48% 27% 25%

# 117 White Yes Yes None 3% 97%

# 118 White Yes Yes None 5% 95%

# 119 White Yes Yes None 3% 97%

# 120 White Yes Yes None 2% 98%

# 121 T Gray Yes Yes None 3% 97%

# 121 M Black Yes No 2% 2% 98%

# 122 White Yes Yes None 45% 30% 25%

# 123 White Yes Yes None 2% 98%

# 124 White Yes Yes None 2% 98%

Methodology : EPA Method 600/R-93-116 Page # 6

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

4-Apr-14

Winterford Mensah

2104011

State Of KY

Bob Keiser

500 Mero Street

Frankfort, KY

(Capital Plaza Office Tower)

Bob Keiser
Highlight



· . . .. _._-- ---- -------

Asbestos Inspection Form and Chain of Custody 

Project: Co.,p-rt--aJ Y \ClZ.o- O~c.e..-- -roweY' 
Date: '3 -;;;I. 4;:-J4-

Address: 5bO ~e:rQ &ked--. ~\CU\~~ 
/ 

Sampled8y: pob ¥--ci~ 

Sample # Room # Floor # Location Matrix Color 

lo~ LlObh ~4- Cpi \ Ira Dla5.\er w\--ii {e., 
J 07 ';;24-14- .24- £1 -..J '-\-i \ e. · CW"c.LU 
IQS LoX>b\j ;:13 c...e...'\ \ \ '(\q -+i Ie... ~N~ 
loq ~ 3 I.;;!. ~.3 .J:-- ~ leo", -hIe..- LUhI-l0 
/1 0 :;noljA ;);)... -C-l lOOl -HI£.- L;) hi-le, 
III 'iw? ;;Ll ~b lii\O, +i le... wh;Je. 
I I ;+.. .;2.1 C.e..i i~ +7\0(' tvh;k 
II ~ ~I c.{I2~ -J -H Ie..- whi4e.-
}JLj ;<'0 -' leaf +TIe. Whlie 
1)5 I<J ce.i/ i rq --HIe- lUNk-
j Iv JY C6 ifitf -H/~ LJhi~J 
117 I ~O'" 1'6 13/001 +tIe- wI 11'1 p 

111 Lobb~ 17 Cd/[M -n Je-- U) hi ~ 
})q 17rt?l:J 17 £} ~ 

. 'L ...f.-i I p W Ii, 1' . 
JC). 0 1 ~;;l5 1ft -P/ot:>(' --n Ie. LUk' e--
I :;2./ 15 -floo, -H/~ a.rcuJ 
/ -:2'd-- 15"" t:el/ifIQ ..J--i If'. H -hi rp 
}X?J 15;:;':;;- JS- 12.1. o-,J '-I-i it':- LtJ hi: ()" 

I dlf /;;1-0 :; /:?- -Plear -hIe.. ~ uJ/ct'l 
1:25 I-.obb'i II e.eil;rcJ Ip/ClS/er \lJhN~ 

Relinquished By: Signature Received By: Signature 

Relinquished By: Signature Received By: Signature 

----- --

Lee Engineering, lie 

P.O.8ox500 

Lawrenceburg, KY 40341 

Ph (502)600-0016 

Size Comments 

c.q~ wi{h .~ 

Date & Time 

Date & Time 



Bob Keiser
Text Box
Seventeenth FloorCapital Plaza Office Tower

Bob Keiser
Callout
119

Bob Keiser
Callout
118

Bob Keiser
Text Box
Ceramic

Bob Keiser
Text Box
Ceramic



Sample 118 Sample 119

Ceiling tile Floor tile

Floor 17 Floor 17



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

T = Floor Tile / M = Mastic Under The Floor Tile

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 106 White Yes Yes None 5% 95%

# 107 Gray Yes Yes None 2% 98%

# 108 White Yes Yes None 5% 95%

# 109 White Yes Yes None 2% 98%

# 110 White Yes Yes None 3% 97%

# 111 White Yes Yes None 8% 92%

# 112 White Yes Yes None 5% 95%

# 113 White Yes Yes None 2% 98%

#114 White Yes Yes None 2% 98%

# 115 White Yes Yes None 45% 30% 25%

# 116 White Yes Yes None 48% 27% 25%

# 117 White Yes Yes None 3% 97%

# 118 White Yes Yes None 5% 95%

# 119 White Yes Yes None 3% 97%

# 120 White Yes Yes None 2% 98%

# 121 T Gray Yes Yes None 3% 97%

# 121 M Black Yes No 2% 2% 98%

# 122 White Yes Yes None 45% 30% 25%

# 123 White Yes Yes None 2% 98%

# 124 White Yes Yes None 2% 98%

Methodology : EPA Method 600/R-93-116 Page # 6

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

4-Apr-14

Winterford Mensah

2104011

State Of KY

Bob Keiser

500 Mero Street

Frankfort, KY

(Capital Plaza Office Tower)

Bob Keiser
Highlight



· . . .. _._-- ---- -------

Asbestos Inspection Form and Chain of Custody 

Project: Co.,p-rt--aJ Y \ClZ.o- O~c.e..-- -roweY' 
Date: '3 -;;;I. 4;:-J4-

Address: 5bO ~e:rQ &ked--. ~\CU\~~ 
/ 

Sampled8y: pob ¥--ci~ 

Sample # Room # Floor # Location Matrix Color 

lo~ LlObh ~4- Cpi \ Ira Dla5.\er w\--ii {e., 
J 07 ';;24-14- .24- £1 -..J '-\-i \ e. · CW"c.LU 
IQS LoX>b\j ;:13 c...e...'\ \ \ '(\q -+i Ie... ~N~ 
loq ~ 3 I.;;!. ~.3 .J:-- ~ leo", -hIe..- LUhI-l0 
/1 0 :;noljA ;);)... -C-l lOOl -HI£.- L;) hi-le, 
III 'iw? ;;Ll ~b lii\O, +i le... wh;Je. 
I I ;+.. .;2.1 C.e..i i~ +7\0(' tvh;k 
II ~ ~I c.{I2~ -J -H Ie..- whi4e.-
}JLj ;<'0 -' leaf +TIe. Whlie 
1)5 I<J ce.i/ i rq --HIe- lUNk-
j Iv JY C6 ifitf -H/~ LJhi~J 
117 I ~O'" 1'6 13/001 +tIe- wI 11'1 p 

111 Lobb~ 17 Cd/[M -n Je-- U) hi ~ 
})q 17rt?l:J 17 £} ~ 

. 'L ...f.-i I p W Ii, 1' . 
JC). 0 1 ~;;l5 1ft -P/ot:>(' --n Ie. LUk' e--
I :;2./ 15 -floo, -H/~ a.rcuJ 
/ -:2'd-- 15"" t:el/ifIQ ..J--i If'. H -hi rp 
}X?J 15;:;':;;- JS- 12.1. o-,J '-I-i it':- LtJ hi: ()" 

I dlf /;;1-0 :; /:?- -Plear -hIe.. ~ uJ/ct'l 
1:25 I-.obb'i II e.eil;rcJ Ip/ClS/er \lJhN~ 

Relinquished By: Signature Received By: Signature 

Relinquished By: Signature Received By: Signature 

----- --

Lee Engineering, lie 

P.O.8ox500 

Lawrenceburg, KY 40341 

Ph (502)600-0016 

Size Comments 

c.q~ wi{h .~ 

Date & Time 

Date & Time 



Bob Keiser
Text Box
Eighteenth FloorCapital Plaza Office Tower

Bob Keiser
Callout
116

Bob Keiser
Callout
117



Sample 116 Sample 117

Ceiling tile Floor tile

Floor 18 Floor 18



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

T = Floor Tile / M = Mastic Under The Floor Tile

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 106 White Yes Yes None 5% 95%

# 107 Gray Yes Yes None 2% 98%

# 108 White Yes Yes None 5% 95%

# 109 White Yes Yes None 2% 98%

# 110 White Yes Yes None 3% 97%

# 111 White Yes Yes None 8% 92%

# 112 White Yes Yes None 5% 95%

# 113 White Yes Yes None 2% 98%

#114 White Yes Yes None 2% 98%

# 115 White Yes Yes None 45% 30% 25%

# 116 White Yes Yes None 48% 27% 25%

# 117 White Yes Yes None 3% 97%

# 118 White Yes Yes None 5% 95%

# 119 White Yes Yes None 3% 97%

# 120 White Yes Yes None 2% 98%

# 121 T Gray Yes Yes None 3% 97%

# 121 M Black Yes No 2% 2% 98%

# 122 White Yes Yes None 45% 30% 25%

# 123 White Yes Yes None 2% 98%

# 124 White Yes Yes None 2% 98%

Methodology : EPA Method 600/R-93-116 Page # 6

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

4-Apr-14

Winterford Mensah

2104011

State Of KY

Bob Keiser

500 Mero Street

Frankfort, KY

(Capital Plaza Office Tower)

Bob Keiser
Highlight



· . . .. _._-- ---- -------

Asbestos Inspection Form and Chain of Custody 

Project: Co.,p-rt--aJ Y \ClZ.o- O~c.e..-- -roweY' 
Date: '3 -;;;I. 4;:-J4-

Address: 5bO ~e:rQ &ked--. ~\CU\~~ 
/ 

Sampled8y: pob ¥--ci~ 

Sample # Room # Floor # Location Matrix Color 

lo~ LlObh ~4- Cpi \ Ira Dla5.\er w\--ii {e., 
J 07 ';;24-14- .24- £1 -..J '-\-i \ e. · CW"c.LU 
IQS LoX>b\j ;:13 c...e...'\ \ \ '(\q -+i Ie... ~N~ 
loq ~ 3 I.;;!. ~.3 .J:-- ~ leo", -hIe..- LUhI-l0 
/1 0 :;noljA ;);)... -C-l lOOl -HI£.- L;) hi-le, 
III 'iw? ;;Ll ~b lii\O, +i le... wh;Je. 
I I ;+.. .;2.1 C.e..i i~ +7\0(' tvh;k 
II ~ ~I c.{I2~ -J -H Ie..- whi4e.-
}JLj ;<'0 -' leaf +TIe. Whlie 
1)5 I<J ce.i/ i rq --HIe- lUNk-
j Iv JY C6 ifitf -H/~ LJhi~J 
117 I ~O'" 1'6 13/001 +tIe- wI 11'1 p 

111 Lobb~ 17 Cd/[M -n Je-- U) hi ~ 
})q 17rt?l:J 17 £} ~ 

. 'L ...f.-i I p W Ii, 1' . 
JC). 0 1 ~;;l5 1ft -P/ot:>(' --n Ie. LUk' e--
I :;2./ 15 -floo, -H/~ a.rcuJ 
/ -:2'd-- 15"" t:el/ifIQ ..J--i If'. H -hi rp 
}X?J 15;:;':;;- JS- 12.1. o-,J '-I-i it':- LtJ hi: ()" 

I dlf /;;1-0 :; /:?- -Plear -hIe.. ~ uJ/ct'l 
1:25 I-.obb'i II e.eil;rcJ Ip/ClS/er \lJhN~ 

Relinquished By: Signature Received By: Signature 

Relinquished By: Signature Received By: Signature 

----- --

Lee Engineering, lie 

P.O.8ox500 

Lawrenceburg, KY 40341 

Ph (502)600-0016 

Size Comments 

c.q~ wi{h .~ 

Date & Time 

Date & Time 



Bob Keiser
Text Box
Nineteenth FloorCapital Plaza Office Tower

Bob Keiser
Callout
115

Bob Keiser
Text Box
Ceramic

Bob Keiser
Text Box
Ceramic

Bob Keiser
Text Box
No tile on this floorConcrete under carpet



Sample 115

Ceiling tile

Floor 19



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

T = Floor Tile / M = Mastic Under The Floor Tile

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 106 White Yes Yes None 5% 95%

# 107 Gray Yes Yes None 2% 98%

# 108 White Yes Yes None 5% 95%

# 109 White Yes Yes None 2% 98%

# 110 White Yes Yes None 3% 97%

# 111 White Yes Yes None 8% 92%

# 112 White Yes Yes None 5% 95%

# 113 White Yes Yes None 2% 98%

#114 White Yes Yes None 2% 98%

# 115 White Yes Yes None 45% 30% 25%

# 116 White Yes Yes None 48% 27% 25%

# 117 White Yes Yes None 3% 97%

# 118 White Yes Yes None 5% 95%

# 119 White Yes Yes None 3% 97%

# 120 White Yes Yes None 2% 98%

# 121 T Gray Yes Yes None 3% 97%

# 121 M Black Yes No 2% 2% 98%

# 122 White Yes Yes None 45% 30% 25%

# 123 White Yes Yes None 2% 98%

# 124 White Yes Yes None 2% 98%

Methodology : EPA Method 600/R-93-116 Page # 6

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

4-Apr-14

Winterford Mensah

2104011

State Of KY

Bob Keiser

500 Mero Street

Frankfort, KY

(Capital Plaza Office Tower)

Bob Keiser
Highlight



· . . .. _._-- ---- -------

Asbestos Inspection Form and Chain of Custody 

Project: Co.,p-rt--aJ Y \ClZ.o- O~c.e..-- -roweY' 
Date: '3 -;;;I. 4;:-J4-

Address: 5bO ~e:rQ &ked--. ~\CU\~~ 
/ 

Sampled8y: pob ¥--ci~ 

Sample # Room # Floor # Location Matrix Color 

lo~ LlObh ~4- Cpi \ Ira Dla5.\er w\--ii {e., 
J 07 ';;24-14- .24- £1 -..J '-\-i \ e. · CW"c.LU 
IQS LoX>b\j ;:13 c...e...'\ \ \ '(\q -+i Ie... ~N~ 
loq ~ 3 I.;;!. ~.3 .J:-- ~ leo", -hIe..- LUhI-l0 
/1 0 :;noljA ;);)... -C-l lOOl -HI£.- L;) hi-le, 
III 'iw? ;;Ll ~b lii\O, +i le... wh;Je. 
I I ;+.. .;2.1 C.e..i i~ +7\0(' tvh;k 
II ~ ~I c.{I2~ -J -H Ie..- whi4e.-
}JLj ;<'0 -' leaf +TIe. Whlie 
1)5 I<J ce.i/ i rq --HIe- lUNk-
j Iv JY C6 ifitf -H/~ LJhi~J 
117 I ~O'" 1'6 13/001 +tIe- wI 11'1 p 

111 Lobb~ 17 Cd/[M -n Je-- U) hi ~ 
})q 17rt?l:J 17 £} ~ 

. 'L ...f.-i I p W Ii, 1' . 
JC). 0 1 ~;;l5 1ft -P/ot:>(' --n Ie. LUk' e--
I :;2./ 15 -floo, -H/~ a.rcuJ 
/ -:2'd-- 15"" t:el/ifIQ ..J--i If'. H -hi rp 
}X?J 15;:;':;;- JS- 12.1. o-,J '-I-i it':- LtJ hi: ()" 

I dlf /;;1-0 :; /:?- -Plear -hIe.. ~ uJ/ct'l 
1:25 I-.obb'i II e.eil;rcJ Ip/ClS/er \lJhN~ 

Relinquished By: Signature Received By: Signature 

Relinquished By: Signature Received By: Signature 

----- --

Lee Engineering, lie 

P.O.8ox500 

Lawrenceburg, KY 40341 

Ph (502)600-0016 

Size Comments 

c.q~ wi{h .~ 

Date & Time 

Date & Time 



Bob Keiser
Text Box
Twentieth FloorCapital Plaza Office Tower

Bob Keiser
Callout
114

Bob Keiser
Text Box
Ceramic

Bob Keiser
Text Box
Ceramic



Sample 114

Floor tile

Floor 20



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

T = Floor Tile / M = Mastic Under The Floor Tile

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 106 White Yes Yes None 5% 95%

# 107 Gray Yes Yes None 2% 98%

# 108 White Yes Yes None 5% 95%

# 109 White Yes Yes None 2% 98%

# 110 White Yes Yes None 3% 97%

# 111 White Yes Yes None 8% 92%

# 112 White Yes Yes None 5% 95%

# 113 White Yes Yes None 2% 98%

#114 White Yes Yes None 2% 98%

# 115 White Yes Yes None 45% 30% 25%

# 116 White Yes Yes None 48% 27% 25%

# 117 White Yes Yes None 3% 97%

# 118 White Yes Yes None 5% 95%

# 119 White Yes Yes None 3% 97%

# 120 White Yes Yes None 2% 98%

# 121 T Gray Yes Yes None 3% 97%

# 121 M Black Yes No 2% 2% 98%

# 122 White Yes Yes None 45% 30% 25%

# 123 White Yes Yes None 2% 98%

# 124 White Yes Yes None 2% 98%

Methodology : EPA Method 600/R-93-116 Page # 6

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

4-Apr-14

Winterford Mensah

2104011

State Of KY

Bob Keiser

500 Mero Street

Frankfort, KY

(Capital Plaza Office Tower)

Bob Keiser
Highlight



· . . .. _._-- ---- -------

Asbestos Inspection Form and Chain of Custody 

Project: Co.,p-rt--aJ Y \ClZ.o- O~c.e..-- -roweY' 
Date: '3 -;;;I. 4;:-J4-

Address: 5bO ~e:rQ &ked--. ~\CU\~~ 
/ 

Sampled8y: pob ¥--ci~ 

Sample # Room # Floor # Location Matrix Color 

lo~ LlObh ~4- Cpi \ Ira Dla5.\er w\--ii {e., 
J 07 ';;24-14- .24- £1 -..J '-\-i \ e. · CW"c.LU 
IQS LoX>b\j ;:13 c...e...'\ \ \ '(\q -+i Ie... ~N~ 
loq ~ 3 I.;;!. ~.3 .J:-- ~ leo", -hIe..- LUhI-l0 
/1 0 :;noljA ;);)... -C-l lOOl -HI£.- L;) hi-le, 
III 'iw? ;;Ll ~b lii\O, +i le... wh;Je. 
I I ;+.. .;2.1 C.e..i i~ +7\0(' tvh;k 
II ~ ~I c.{I2~ -J -H Ie..- whi4e.-
}JLj ;<'0 -' leaf +TIe. Whlie 
1)5 I<J ce.i/ i rq --HIe- lUNk-
j Iv JY C6 ifitf -H/~ LJhi~J 
117 I ~O'" 1'6 13/001 +tIe- wI 11'1 p 

111 Lobb~ 17 Cd/[M -n Je-- U) hi ~ 
})q 17rt?l:J 17 £} ~ 

. 'L ...f.-i I p W Ii, 1' . 
JC). 0 1 ~;;l5 1ft -P/ot:>(' --n Ie. LUk' e--
I :;2./ 15 -floo, -H/~ a.rcuJ 
/ -:2'd-- 15"" t:el/ifIQ ..J--i If'. H -hi rp 
}X?J 15;:;':;;- JS- 12.1. o-,J '-I-i it':- LtJ hi: ()" 

I dlf /;;1-0 :; /:?- -Plear -hIe.. ~ uJ/ct'l 
1:25 I-.obb'i II e.eil;rcJ Ip/ClS/er \lJhN~ 

Relinquished By: Signature Received By: Signature 

Relinquished By: Signature Received By: Signature 

----- --

Lee Engineering, lie 

P.O.8ox500 

Lawrenceburg, KY 40341 

Ph (502)600-0016 

Size Comments 

c.q~ wi{h .~ 

Date & Time 

Date & Time 



Bob Keiser
Text Box
Twenty-first floorCapital Plaza Office Tower

Bob Keiser
Callout
113

Bob Keiser
Callout
112

Bob Keiser
Callout
111

Bob Keiser
Text Box
Ceramic

Bob Keiser
Text Box
Ceramic



Sample 112

Ceiling tile

Floor 21

Sample 111

Ceiling tile

Floor 21

Sample 113

Floor tile

Floor 21



              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

T = Floor Tile / M = Mastic Under The Floor Tile

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 106 White Yes Yes None 5% 95%

# 107 Gray Yes Yes None 2% 98%

# 108 White Yes Yes None 5% 95%

# 109 White Yes Yes None 2% 98%

# 110 White Yes Yes None 3% 97%

# 111 White Yes Yes None 8% 92%

# 112 White Yes Yes None 5% 95%

# 113 White Yes Yes None 2% 98%

#114 White Yes Yes None 2% 98%

# 115 White Yes Yes None 45% 30% 25%

# 116 White Yes Yes None 48% 27% 25%

# 117 White Yes Yes None 3% 97%

# 118 White Yes Yes None 5% 95%

# 119 White Yes Yes None 3% 97%

# 120 White Yes Yes None 2% 98%

# 121 T Gray Yes Yes None 3% 97%

# 121 M Black Yes No 2% 2% 98%

# 122 White Yes Yes None 45% 30% 25%

# 123 White Yes Yes None 2% 98%

# 124 White Yes Yes None 2% 98%

Methodology : EPA Method 600/R-93-116 Page # 6

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

4-Apr-14

Winterford Mensah

2104011

State Of KY

Bob Keiser

500 Mero Street

Frankfort, KY

(Capital Plaza Office Tower)

Bob Keiser
Highlight



· . . .. _._-- ---- -------

Asbestos Inspection Form and Chain of Custody 

Project: Co.,p-rt--aJ Y \ClZ.o- O~c.e..-- -roweY' 
Date: '3 -;;;I. 4;:-J4-

Address: 5bO ~e:rQ &ked--. ~\CU\~~ 
/ 

Sampled8y: pob ¥--ci~ 

Sample # Room # Floor # Location Matrix Color 

lo~ LlObh ~4- Cpi \ Ira Dla5.\er w\--ii {e., 
J 07 ';;24-14- .24- £1 -..J '-\-i \ e. · CW"c.LU 
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1:25 I-.obb'i II e.eil;rcJ Ip/ClS/er \lJhN~ 
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Lee Engineering, lie 

P.O.8ox500 

Lawrenceburg, KY 40341 

Ph (502)600-0016 

Size Comments 
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              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

T = Floor Tile / M = Mastic Under The Floor Tile

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 106 White Yes Yes None 5% 95%

# 107 Gray Yes Yes None 2% 98%

# 108 White Yes Yes None 5% 95%

# 109 White Yes Yes None 2% 98%

# 110 White Yes Yes None 3% 97%

# 111 White Yes Yes None 8% 92%

# 112 White Yes Yes None 5% 95%

# 113 White Yes Yes None 2% 98%

#114 White Yes Yes None 2% 98%

# 115 White Yes Yes None 45% 30% 25%

# 116 White Yes Yes None 48% 27% 25%

# 117 White Yes Yes None 3% 97%

# 118 White Yes Yes None 5% 95%

# 119 White Yes Yes None 3% 97%

# 120 White Yes Yes None 2% 98%

# 121 T Gray Yes Yes None 3% 97%

# 121 M Black Yes No 2% 2% 98%

# 122 White Yes Yes None 45% 30% 25%

# 123 White Yes Yes None 2% 98%

# 124 White Yes Yes None 2% 98%

Methodology : EPA Method 600/R-93-116 Page # 6

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.
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Asbestos Inspection Form and Chain of Custody 
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              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

T = Floor Tile / M = Mastic Under The Floor Tile

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 106 White Yes Yes None 5% 95%

# 107 Gray Yes Yes None 2% 98%

# 108 White Yes Yes None 5% 95%

# 109 White Yes Yes None 2% 98%

# 110 White Yes Yes None 3% 97%

# 111 White Yes Yes None 8% 92%

# 112 White Yes Yes None 5% 95%

# 113 White Yes Yes None 2% 98%

#114 White Yes Yes None 2% 98%

# 115 White Yes Yes None 45% 30% 25%

# 116 White Yes Yes None 48% 27% 25%

# 117 White Yes Yes None 3% 97%

# 118 White Yes Yes None 5% 95%

# 119 White Yes Yes None 3% 97%

# 120 White Yes Yes None 2% 98%

# 121 T Gray Yes Yes None 3% 97%

# 121 M Black Yes No 2% 2% 98%

# 122 White Yes Yes None 45% 30% 25%

# 123 White Yes Yes None 2% 98%

# 124 White Yes Yes None 2% 98%

Methodology : EPA Method 600/R-93-116 Page # 6

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.
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Asbestos Inspection Form and Chain of Custody 

Project: Co.,p-rt--aJ Y \ClZ.o- O~c.e..-- -roweY' 
Date: '3 -;;;I. 4;:-J4-

Address: 5bO ~e:rQ &ked--. ~\CU\~~ 
/ 

Sampled8y: pob ¥--ci~ 

Sample # Room # Floor # Location Matrix Color 
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III 'iw? ;;Ll ~b lii\O, +i le... wh;Je. 
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}JLj ;<'0 -' leaf +TIe. Whlie 
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117 I ~O'" 1'6 13/001 +tIe- wI 11'1 p 

111 Lobb~ 17 Cd/[M -n Je-- U) hi ~ 
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/ -:2'd-- 15"" t:el/ifIQ ..J--i If'. H -hi rp 
}X?J 15;:;':;;- JS- 12.1. o-,J '-I-i it':- LtJ hi: ()" 

I dlf /;;1-0 :; /:?- -Plear -hIe.. ~ uJ/ct'l 
1:25 I-.obb'i II e.eil;rcJ Ip/ClS/er \lJhN~ 
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----- --

Lee Engineering, lie 
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              MRS, INC.      MRS, Inc. Analytical Laboratory Division

332 West Broadway, Suite 613 (502) 495-1212

Louisville, Kentucky 40202         Fax: (502) 491-7111

       BULK SAMPLE ASBESTOS ANALYSIS

Analysis Number:#  Address: 

Client Name:               

Sampled By:              

T = Floor Tile / M = Mastic Under The Floor Tile

           % FIBROUS ASBESTOS          % NON-ASBESTOS FIBERS

Number Color Layered Fibrous Chrysotile Amosite crocidolite Others Cellulose Fiberglass Syn. Fiber Other/Mat.

# 106 White Yes Yes None 5% 95%

# 107 Gray Yes Yes None 2% 98%

# 108 White Yes Yes None 5% 95%

# 109 White Yes Yes None 2% 98%

# 110 White Yes Yes None 3% 97%

# 111 White Yes Yes None 8% 92%

# 112 White Yes Yes None 5% 95%

# 113 White Yes Yes None 2% 98%

#114 White Yes Yes None 2% 98%

# 115 White Yes Yes None 45% 30% 25%

# 116 White Yes Yes None 48% 27% 25%

# 117 White Yes Yes None 3% 97%

# 118 White Yes Yes None 5% 95%

# 119 White Yes Yes None 3% 97%

# 120 White Yes Yes None 2% 98%

# 121 T Gray Yes Yes None 3% 97%

# 121 M Black Yes No 2% 2% 98%

# 122 White Yes Yes None 45% 30% 25%

# 123 White Yes Yes None 2% 98%

# 124 White Yes Yes None 2% 98%

Methodology : EPA Method 600/R-93-116 Page # 6

Date Analyzed :

Analyst          :           Reviewed By: 

The test relates only to the items tested. This report does not represent endorsement by NVLAP or any agency of the 

U.S Government. Partial Reproduction of any part of this report is strictly prohibited. Samples shall be retained for (30) days.

AIHA # 102459 AJHA #1 02459

4-Apr-14

Winterford Mensah

2104011

State Of KY

Bob Keiser

500 Mero Street

Frankfort, KY

(Capital Plaza Office Tower)

Bob Keiser
Highlight



· . . .. _._-- ---- -------

Asbestos Inspection Form and Chain of Custody 

Project: Co.,p-rt--aJ Y \ClZ.o- O~c.e..-- -roweY' 
Date: '3 -;;;I. 4;:-J4-

Address: 5bO ~e:rQ &ked--. ~\CU\~~ 
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Sampled8y: pob ¥--ci~ 

Sample # Room # Floor # Location Matrix Color 
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